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Annex A Results of chemical analysis of untreated and treated water in three salinity ranges 
 
Freshwater 
 

Substance group Substance Unit PRE 1 PRE 2 PRE3 POST 1 POST 2 POST 3 Number  

THM Chloroform µg/l 0,03/0,05 <0,02/0,03 < 0,02/0,03 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Bromoform µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Dibromchlormethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Dichlorbrommethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

LHKW 1,1,1-Trichlorethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Carbon tetrachloride µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Trichlorethen µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2-Dibrom-3-chlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2,3-Trichlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 2-Chlortoluol µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 4-Chlortoluol µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2-Dibrommethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Tetrachlorethen µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2,3 - Trichlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

HAA Monochloracetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Trichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Monobromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Tribromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 
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Substance group Substance Unit PRE 1 PRE 2 PRE3 POST 1 POST 2 POST 3 Number  

 Bromochloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromochloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromodichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

Bromophenols 2,4-Dibromophenol µg/l < 0,01 / < 0,01 < 0,01 / < 0,01  < 0,01 / < 0,01 < 0,01 / < 0,01  8 

 2,6-Dibromophenol µg/l < 0,01 / < 0,01 < 0,01 / < 0,01  < 0,01 / < 0,01 < 0,01 / < 0,01  8 

 2,4,6-Tribromophenol µg/l < 0,04 / < 0,04 < 0,04 / < 0,04  < 0,04 / < 0,04 < 0,04 / < 0,04  8 

Bromoacetonitrils Monobromoacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromoacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromchloroacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

AOX   mg/l 0,02 / < 0,02 < 0,02 / <0,02 < 0,02 / <0,02 < 0,02 / 0,02  < 0,02 / <0,02 < 0,02 / <0,02 12 

EOX   mg/l < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 12 

Nitrit  mg/l <0,007/ 0,009/ 

<0,007/ <0,007 

<0,007/ <0,007/ 

<0,007/ <0,007/ 

<0,007 

<0,007/ <0,007/ 

<0,007/ <0,007/ 

<0,007 

0,136/ 0,062/ 

<0,007/ <0,007/ 

0,009 

0,141 / 0,064/ 

<0,007/ 0,009/ 

0,009 

0,148 / 0,062/ 

<0,007/ 0,008 

28 

TRO (Cl2, H2O2, 

O3, BrO) 

 mg/l < 0,05 /< 0,05 < 0,05 / < 0,05 < 0,05  < 0,05 / < 0,05 < 0,05 / < 0,05 < 0,05 / < 0,05 10 

 
Table A1: All Results of chemical analysis of THM, LHKW, HAA, Bromophenols, Bromoacetonitrils, AOX, EOX, Nitrite and TRO (Cl2, H2O2, O3, 

BrO) of untreated (PRE) and treated (POST) fresh water, in two or three parallels and two test cycles, salinity was 0,0 PSU with 16,1 to 
17,8°C. All values above detection limits are marked. Last column indicates number of measurements. 
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Brackish water 

 

Substance group Substance Unit PRE 1 PRE 2 PRE3 POST 1 POST 2 POST 3 Number  

THM Chloroform µg/l <0,02/0,03  <0,02/0,03  <0,02/0,03  0,02/<0,02 0,03/<0,02  <0,02/0,02  18 

 Bromoform µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

 Dibromchlormethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

 Dichlorbrommethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

LHKW 1,1,1-Trichlorethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

 Carbon tetrachloride µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

 Trichlorethen µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

 1,2-Dibrom-3-chlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 18 

 1,2,3 – Trichlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 2-Chlortoluol µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 4-Chlortoluol µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2-Dibrommethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Tetrachlorethen µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2,3 - Trichlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

HAA Monochloracetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Trichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Monobromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Tribromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromochloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 
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Substance group Substance Unit PRE 1 PRE 2 PRE3 POST 1 POST 2 POST 3 Number  

 Dibromochloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromodichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

Bromophenols 2,4-Dibromophenol µg/l < 0,01 / < 0,01 < 0,01 / < 0,01  < 0,01 / < 0,01 < 0,01 / < 0,01  8 

 2,6-Dibromophenol µg/l < 0,01 / < 0,01 < 0,01 / < 0,01  < 0,01 / < 0,01 < 0,01 / < 0,01  8 

 2,4,6-Tribromophenol µg/l < 0,04 / < 0,04 < 0,04 / < 0,04  < 0,04 / < 0,04 < 0,04 / < 0,04  8 

Bromoacetonitrils Monobromoacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromoacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromchloroacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

AOX   mg/l < 0,02 / 0,02 < 0,02 / <0,02 < 0,02 / <0,02 < 0,02 / <0,02 < 0,02 / <0,02 < 0,02 / <0,02 12 

EOX   mg/l < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 12 

Nitrit  mg/l 0,078/ 0,076/ 

0,224/ 0,248/ 

0,513 

0,074/ 0,016/ 

0,248/ 0,008/ 

0,512 

0,071/ 0,009/ 

0,296/ 0,512 

0,153 / 0,194/ 

0,14/ 0,236/ 

0,38 

0,15 / 0,194/ 

0,236/ 0,464/ 

0,524 

0,182 / 0,155/ 

0,284/ 0,5 

28 

TRO (Cl2, H2O2, 

O3, BrO) 

 mg/l < 0,05 /< 0,05 < 0,05 /< 0,05 < 0,05  < 0,05 /< 0,05 < 0,05 /< 0,05 < 0,05  10 

 
Table A2: All Results of chemical analysis of THM, LHKW, HAA, Bromophenols, Bromoacetonitrils, AOX, EOX, Nitrite and TRO (Cl2, H2O2, O3, 

BrO) of untreated (PRE) and treated (POST) brackish water, in two or three parallels and two test cycles, (resp. 3 test cycles for THM 
and some LHKW), salinity range from 18,9 – 19,5 PSU with 16,1 to 17,8°C. All values above detection limits are marked. Last column 
indicates number of measurements. 
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Saltwater 
 

Substance group Substance Unit PRE 1 PRE 2 PRE3 POST 1 POST 2 POST 3 Number  

THM Chloroform µg/l < 0,02 / < 0,02 0,04/<0,02  0,68/<0,02 0,05 / <0,02 < 0,02 / < 0,02 0,02/<0,02 12 

 Bromoform µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Dibromchlormethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Dichlorbrommethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

LHKW 1,1,1-Trichlorethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Carbon tetrachloride µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Trichlorethen µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2-Dibrom-3-chlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2,3 – Trichlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 2-Chlortoluol µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 4-Chlortoluol µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2-Dibrommethan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 Tetrachlorethen µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

 1,2,3 - Trichlorpropan µg/l < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 < 0,02 / < 0,02 12 

HAA Monochloracetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Trichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Monobromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Tribromoacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromochloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 
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Substance group Substance Unit PRE 1 PRE 2 PRE3 POST 1 POST 2 POST 3 Number  

 Dibromochloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromodichloroacetic acid µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

Bromophenols 2,4-Dibromophenol µg/l < 0,01 / < 0,01 < 0,01 / < 0,01  < 0,01 / < 0,01 < 0,01 / < 0,01  8 

 2,6-Dibromophenol µg/l < 0,01 / < 0,01 < 0,01 / < 0,01  < 0,01 / < 0,01 < 0,01 / < 0,01  8 

 2,4,6-Tribromophenol µg/l < 0,04 / < 0,04 < 0,04 / < 0,04  < 0,04 / < 0,04 < 0,04 / < 0,04  8 

Bromoacetonitrils Monobromoacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Dibromoacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

 Bromchloroacetonitril µg/l < 1,0 / < 1,0 < 1,0 / < 1,0  < 1,0 / < 1,0 < 1,0 / < 1,0  8 

AOX   mg/l < 0,02 / <0,02 < 0,02 / <0,02 < 0,02 / 0,02 < 0,02 / <0,02 0,02 / <0,02 0,02 / < 0,02 12 

EOX   mg/l < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 < 0,002/< 0,002 12 

Nitrit  mg/l 0,134 / 0,3/ 

0,152/ 0,2/ 

0,512 

0,136 / <0,007/ 

0,188/ 0,524/ 

0,512 

0,136 / 0,023/ 

0,224/ 0,464 

0,150 / 0,525/ 

0,32/ 0,176/ 

0,512 

0,53 / 0,143/ 

0,14/ 0,5/  

0,512 

0,525 / 0,150/ 

0,116/ 0,524 

28 

TRO (Cl2, H2O2, 

O3, BrO) 

 mg/l < 0,05 /< 0,05 < 0,05 /< 0,05 < 0,05 /< 0,05 < 0,05 /< 0,05 < 0,05 /< 0,05 < 0,05 /< 0,05 10 

 
Table A3: All Results of chemical analysis of THM, LHKW, HAA, Bromophenols, Bromoacetonitrils, AOX, EOX, Nitrite and TRO (Cl2, 

H2O2, O3, BrO) of untreated (PRE) and treated (POST) saltwater, in two or three parallels and two test cycles, salinity range 
from 31,6 – 33,1 PSU with 16,1 to 17,8°C. All values above detection limits are marked. Last column indicates number of 
measurements. 
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Annex B 1  Technical Data Sheet Mercury Low Pressure Lamp 
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Annex B 2  Technical Data Sheet Ultrasound Generator 
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Annex B 3  Technical Data Sheet Ultrasound Generator 
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Annex D: Description of method for the determination of the HAA 
 
 

 
 


